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NOTES:
1) RELAYS Rl AND R2 SHALL BE TIME DELAY ADJUSTABLE
FROM 1 TO 180 SECONDS.
2) ALARM INITIATION CIRCUITS SHALL BE DESIGNED TO PREVENT FALSE
ALARMS DURING POWER FAILURES.
3) CONTRACTOR TO DETERMINE IF ALARMS ARE EITHER NORMALLY OPEN
OR NORMALLY CLOSED PER CABINET MANUFACTURER.
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